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OCT 07 2013

James Maiz

La Paloma Generating Company
PO Box 175

McKittrick, CA 93251

Re: Notice of Final Action - Minor Title V Permit Modification
District Facility # S-3412
Project # 1133342

Dear Mr. Maiz:

The Air Pollution Control Officer has modified the Title V permit for La Paloma
Generating Company at Reserve Road and Skyline Road, approximately 1.9 miles
southeast of McKittrick, CA. Regulation 40 CFR Part 63 Subpart ZZZZ requirements
have been added to five IC engine permits.

Enclosed is the modified Title V permit. The application and proposal were sent to US
EPA Region IX on 8/19/13. No comments were received following the District’s
preliminary decision on this project.

Thank you for your cooperation in this matter. If you have any questions, please
contact Mr. Leonard Scandura, Permit Services Manager, at (661) 392-5500.

Sincerely,

Y

A i,.f"‘\ Yt /\MM»;M
/,{ 4, David Warner
“* Director of Permit Services

DW:dbt
Enclosures

cc.  Gerardo C. Rios, EPA (w/enclosure) via email

Seyed Sadredin
Exacutive Director/Air Pollution Centrol Bfficer

Northern Begion Gentral Region (Main Office) Southern Region
4800 Enterprise Way 1990 E. Gettyshurg Avenue 34846 Flyover Court
Modesto, CA 95356-8718 Fresno, CA 93726-0244 Bakersfield, CA 93308-9725
Tel: {209) 557-6400 FAX: (208} 557-6475 Tel: (559) 230-6000 FAX: (559) 230-6061 Tel: 661-392-5500 FAX: 861-392-5585
www.valleyair.org www.healthyairliving.com

Printed on recycled paper. Q



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: S-3412-8-4 EXPIRATION DATE: 01/31/2017

SECTION: NE27 TOWNSHIP: 305 RANGE: 22E

EQUIPMENT DESCRIPTION:
587 BHP CATERPILLAR MODEL #3406 DIESEL-FIRED EMERGENCY STANDBY IC ENGINE POWERING AN
ELECTRICAL GENERATOR (#1)

PERMIT UNIT REQUIREMENTS

1. The permittee must minimize the engine's time spent at idle during startup and minimize the engine's startup time to a
period needed for appropriate and safe loading of the engine, not to exceed 30 minutes. [40 CFR 63 Subpart ZZZZ]
Federally Enforceable Through Title V Permit

2. The engine shall be in full compliance with 40 CFR Part 63, Subpart ZZZZ (National Emission Standards for
Hazardous Air Pollutants for Stationary Reciprocating Internal Combustion Engines). [40 CFR 63 Subpart ZZZZ]
Federally Enforceable Through Title V Permit

3. The engine's oil and filter shall be changed every 500 hours of operation or every 12 months, whichever comes first.
[40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

4. The engine's air filter shall be inspected every 1,000 hours of operation or every 12 months, whichever comes first, and
replaced as necessary. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

5. The engine's hoses and belts shall be inspected every 500 hours of operation or every 12 months, whichever comes
first, and replaced as necessary. [40 CFR 63 Subpart ZZZZ) Federally Enforceable Through Title V Permit

6. The permittee shall maintain monthly records of the occurrence and duration of each malfunction of operation (i.e.,
process equipment) or the air pollution control and monitoring equipment. The permittee shall also maintain monthly
records of action taken during periods of malfunction to minimize emissions in accordance with §63.6605(b),
including corrective actions to restore malfunctioning process and air pollution control and monitoring equipment to its
normal or usual manner of operation. [District Rule 1070 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable
Through Title V Permit

7. The permittee has the option of utilizing an oil analysis program in order to extend the specified oil change
requirement in Tables 2¢ and 2d of Subpart ZZZZ. The oil analysis must be performed at the same frequency
specified for changing the oil in Table 2¢ or 2d to this subpart. The analysis program must at a minimum analyze the
following three parameters: Total Base Number, viscosity, and percent water content. The condemning limits for these
parameters are as follows: Total Base Number is less than 30 percent of the Total Base Number of the oil when new;
viscosity of the oil has changed by more than 20 percent from the viscosity of the oil when new; or percent water
content (by volume) is greater than 0.5. If all of these condemning limits are not exceeded, the engine owner or
operator is not required to change the oil. If any of the limits are exceeded, the engine owner or operator must change
the oil within 2 days of receiving the results of the analysis; if the engine is not in operation when the results of the
analysis are received, the engine owner or operator must change the oil within 2 days or before commencing operation,
whichever is later. The owner or operator must keep records of the parameters that are analyzed as part of the program,
the results of the analysis, and the oil changes for the engine. The analysis program must be part of the maintenance
plan for the engine. [40 CFR 63 Subpart ZZZZ) Federally Enforceable Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
$-3412-8-4: Oct 72013 8:02AM — TORID



Permit Unit Requirements for S-3412-8-4 (continued) Page 2 of 3
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All records shall be maintained and retained on-site for a period of at least 5 years and shall be made available for
District inspection upon request. [District Rule 4702 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable Through
Title V Permit

No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101, 5.1]
Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201, 3.1] Federally
Enforceable Through Title V Permit

The engine shall be equipped with a positive crankcase ventilation (PCV) system or a crankcase emissions control
device of at least 90% control efficiency unless UL certification would be voided. [District Rule 2201] Federally
Enforceable Through Title V Permit

This engine shall be equipped with an operational non-resettable elapsed time meter or other APCO approved
alternative. [District Rule 4702, 5.7.4 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702, 5.7.2] Federally Enforceable Through Title V
Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated only for maintenance, testing, and required regulatory purposes, and during emergency
situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not exceed 20
hours per calendar year. [District Rule 4702, 4.2.1 and 17 CCR 93115] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule 4702,
5.7.3] Federally Enforceable Through Title V Permit

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.),
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rules 4702, 5.7 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit

The permittee shall maintain monthly records of the type of fuel purchased, the amount of fuel purchased, date when
the fuel was purchased, signature of the permittee who received the fuel, and signature of the fuel supplier indicating
that the fuel was delivered. [District Rule 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable Through Title V
Permit :

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rules 4702, 6.2 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit

Compliance with permit conditions in the Title V permit for this unit shall be deemed compliance with the applicable
requirements of District Rule 4801 and Kern County Rule 407. A permit shield from these requirements is granted to
this unit. [District Rule 2520, 13.2] Federally Enforceable Through Title V Permit

Air Pollution Control Equipment/Operation: The Permittee shall use good combustion control operation on the
emergency generator sets for control of NOx and CO emissions. [PSD permit (SJ 98-01), X.B.4] Federally Enforceable
Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
§-3412-8-4: Oct 72013 8,02AM - TORID



Permit Unit Requirements for $-3412-8-4 (continued) Page 3 of 3

22. Recordkeeping and Reporting: The Permittee shall record and maintain records of the 12 month rolling operating hours
of the emergency generator set. [PSD permit (SJ 98-01), X.H.2] Federally Enforceable Through Title V Permit

These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD MCKITTRICK, CA 93251
§-3412-8-4: Oct 72013 8:02AM — TORID



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: S-3412-9-4 EXPIRATION DATE: 01/31/2017
SECTION: NE27 TOWNSHIP: 30S RANGE: 22E

EQUIPMENT DESCRIPTION:
587 BHP CATERPILLAR MODEL #3406 DIESEL-FIRED EMERGENCY STANDBY IC ENGINE POWERING AN
ELECTRICAL GENERATOR (#2)

PERMIT UNIT REQUIREMENTS

1. The permittee must minimize the engine's time spent at idle during startup and minimize the engine's startup time to a
period needed for appropriate and safe loading of the engine, not to exceed 30 minutes. [40 CFR 63 Subpart ZZZZ]
Federally Enforceable Through Title V Permit

2. The engine shall be in full compliance with 40 CFR Part 63, Subpart ZZZZ (National Emission Standards for
Hazardous Air Pollutants for Stationary Reciprocating Internal Combustion Engines). [40 CFR 63 Subpart ZZZZ]
Federally Enforceable Through Title V Permit

3. The engine's oil and filter shall be changed every 500 hours of operation or every 12 months, whichever comes first.
[40 CFR 63 Subpart ZZZZ7] Federally Enforceable Through Title V Permit

4. The engine's air filter shall be inspected every 1,000 hours of operation or every 12 months, whichever comes first, and
replaced as necessary. [40 CFR 63 Subpart ZZZ7] Federally Enforceable Through Title V Permit

5. The engine's hoses and belts shall be inspected every 500 hours of operation or every 12 months, whichever comes
first, and replaced as necessary. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

6. The permittee shall maintain monthly records of the occurrence and duration of each malfunction of operation (i.e.,
process equipment) or the air pollution control and monitoring equipment. The permittee shall also maintain monthly
records of action taken during periods of malfunction to minimize emissions in accordance with §63.6605(b),
including corrective actions to restore malfunctioning process and air pollution control and monitoring equipment to its
normal or usual manner of operation. [District Rule 1070 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable
Through Title V Permit

7. The permittee has the option of utilizing an oil analysis program in order to extend the specified oil change
requirement in Tables 2¢ and 2d of Subpart ZZZZ. The oil analysis must be performed at the same frequency
specified for changing the oil in Table 2¢ or 2d to this subpart. The analysis program must at a minimum analyze the
following three parameters: Total Base Number, viscosity, and percent water content. The condemning limits for these
parameters are as follows: Total Base Number is less than 30 percent of the Total Base Number of the oil when new;
viscosity of the oil has changed by more than 20 percent from the viscosity of the oil when new; or percent water
content (by volume) is greater than 0.5. If all of these condemning limits are not exceeded, the engine owner or
operator is not required to change the oil. If any of the limits are exceeded, the engine owner or operator must change
the oil within 2 days of receiving the results of the analysis; if the engine is not in operation when the results of the
analysis are received, the engine owner or operator must change the oil within 2 days or before commencing operation,
whichever is later. The owner or operator must keep records of the parameters that are analyzed as part of the program,
the results of the analysis, and the oil changes for the engine. The analysis program must be part of the maintenance
plan for the engine. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
§-3412-9-4: Oct 7 2013 8:02AM - TORID
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All records shall be maintained and retained on-site for a period of at least 5 years and shall be made available for
District inspection upon request. [District Rule 4702 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable Through
Title V Permit

No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101, 5.1]
Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201, 3.1] Federally
Enforceable Through Title V Permit

The engine shall be equipped with a positive crankcase ventilation (PCV) system or a crankcase emissions control
device of at least 90% control efficiency unless UL certification would be voided. [District Rule 2201] Federally
Enforceable Through Title V Permit

This engine shall be equipped with an operational non-resettable elapsed time meter or other APCO approved
alternative. [District Rule 4702, 5.7.4 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702, 5.7.2] Federally Enforceable Through Title V
Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated only for maintenance, testing, and required regulatory purposes, and during emergency
situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not exceed 20
hours per calendar year. [District Rule 4702, 4.2.1 and 17 CCR 93115] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule 4702,
5.7.3] Federally Enforceable Through Title V Permit

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.),
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rules 4702, 5.7 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit

The permittee shall maintain monthly records of the type of fuel purchased, the amount of fuel purchased, date when
the fuel was purchased, signature of the permittee who received the fuel, and signature of the fuel supplier indicating
that the fuel was delivered. [District Rule 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable Through Title V
Permit

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rules 4702, 6.2 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit

Compliance with permit conditions in the Title V permit for this unit shall be deemed compliance with the applicable
requirements of District Rule 4801 and Kern County Rule 407. A permit shield from these requirements is granted to
this unit. [District Rule 2520, 13.2] Federally Enforceable Through Title V Permit

Air Pollution Control Equipment/Operation: The Permittee shall use good combustion control operation on the
emergency generator sets for control of NOx and CO emissions. [PSD permit (SJ 98-01), X.B.4] Federally Enforceable
Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
§-3412-9-4 ; Oct 72013 8:02AM - TORID



Permit Unit Requirements for S-3412-9-4 (continued) Page 3 of 3

22. Recordkeeping and Reporting: The Permittee shall record and maintain records of the 12 month rolling operating hours
of the emergency generator set. [PSD permit (SJ 98-01), X.H.2] Federally Enforceable Through Title V Permit

These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
§-3412:9-4: Oct 72013 8:02AM — TORID



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: S-3412-10-4 EXPIRATION DATE: 01/31/2017
SECTION: NE27 TOWNSHIP: 30S RANGE: 22E

EQUIPMENT DESCRIPTION:
587 BHP CATERPILLAR MODEL #3406 DIESEL-FIRED EMERGENCY STANDBY IC ENGINE POWERING AN
ELECTRICAL GENERATOR (#3)

PERMIT UNIT REQUIREMENTS

1. The permittee must minimize the engine's time spent at idle during startup and minimize the engine's startup time to a
period needed for appropriate and safe loading of the engine, not to exceed 30 minutes. [40 CFR 63 Subpart ZZZZ]
Federally Enforceable Through Title V Permit

2. The engine shall be in full compliance with 40 CFR Part 63, Subpart ZZZZ (National Emission Standards for
Hazardous Air Pollutants for Stationary Reciprocating Internal Combustion Engines). [40 CFR 63 Subpart ZZZZ]
Federally Enforceable Through Title V Permit

3. The engine's oil and filter shall be changed every 500 hours of operation or every 12 months, whichever comes first.
[40 CFR 63 Subpart ZZZ2Z] Federally Enforceable Through Title V Permit

4. The engine's air filter shall be inspected every 1,000 hours of operation or every 12 months, whichever comes first, and
replaced as necessary. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

5. The engine's hoses and belts shall be inspected every 500 hours of operation or every 12 months, whichever comes
first, and replaced as necessary. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

6. The permittee shall maintain monthly records of the occurrence and duration of each malfunction of operation (i.e.,
process equipment) or the air pollution control and monitoring equipment. The permittee shall also maintain monthly
records of action taken during periods of malfunction to minimize emissions in accordance with §63.6605(b),
including corrective actions to restore malfunctioning process and air pollution control and monitoring equipment to its
normal or usual manner of operation. [District Rule 1070 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable
Through Title V Permit

7. The permittee has the option of utilizing an oil analysis program in order to extend the specified oil change
requirement in Tables 2¢ and 2d of Subpart ZZZZ. The oil analysis must be performed at the same frequency
specified for changing the oil in Table 2¢ or 2d to this subpart. The analysis program must at a minimum analyze the
following three parameters: Total Base Number, viscosity, and percent water content. The condemning limits for these
parameters are as follows: Total Base Number is less than 30 percent of the Total Base Number of the oil when new;
viscosity of the oil has changed by more than 20 percent from the viscosity of the oil when new; or percent water
content (by volume) is greater than 0.5. If all of these condemning limits are not exceeded, the engine owner or
operator is not required to change the oil. If any of the limits are exceeded, the engine owner or operator must change
the oil within 2 days of receiving the results of the analysis; if the engine is not in operation when the results of the
analysis are received, the engine owner or operator must change the oil within 2 days or before commencing operation,
whichever is later. The owner or operator must keep records of the parameters that are analyzed as part of the program,
the results of the analysis, and the oil changes for the engine. The analysis program must be part of the maintenance
plan for the engine. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD MCKITTRICK, CA 93251
§-3412-104 : Oct 7 2013 8:02AM — TORID



Permit Unit Requirements for S-3412-10-4 (continued) Page 2 of 3
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All records shall be maintained and retained on-site for a period of at least 5 years and shall be made available for
District inspection upon request. [District Rule 4702 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable Through
Title V Permit

No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101, 5.1]
Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201, 3.1] Federally
Enforceable Through Title V Permit

The engine shall be equipped with a positive crankcase ventilation (PCV) system or a crankcase emissions control
device of at least 90% control efficiency unless UL certification would be voided. [District Rule 2201] Federally
Enforceable Through Title V Permit

This engine shall be equipped with an operational non-resettable elapsed time meter or other APCO approved
alternative. [District Rule 4702, 5.7.4 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702, 5.7.2] Federally Enforceable Through Title V
Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated only for maintenance, testing, and required regulatory purposes, and during emergency
situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not exceed 20
hours per calendar year. [District Rule 4702, 4.2.1 and 17 CCR 93115] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule 4702,
5.7.3] Federally Enforceable Through Title V Permit

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.),
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rules 4702, 5.7 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit

The permittee shall maintain monthly records of the type of fuel purchased, the amount of fuel purchased, date when
the fuel was purchased, signature of the permittee who received the fuel, and signature of the fuel supplier indicating
that the fuel was delivered. [District Rule 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable Through Title V-
Permit

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rules 4702, 6.2 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit

Compliance with permit conditions in the Title V permit for this unit shall be deemed compliance with the applicable
requirements of District Rule 4801 and Kern County Rule 407. A permit shield from these requirements is granted to
this unit. [District Rule 2520, 13.2] Federally Enforceable Through Title V Permit

Air Pollution Control Equipment/Operation: The Permittee shall use good combustion control operation on the
emergency generator sets for control of NOx and CO emissions. [PSD permit (SJ 98-01), X.B.4] Federally Enforceable
Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD MCKITTRICK, CA 93251
§-3412-104 : Oct 7 2013 8:02AM — TORID



Permit Unit Requirements for $-3412-10-4 (continued) Page 3 of 3

22. Recordkeeping and Reporting: The Permittee shall record and maintain records of the 12 month rolling operating hours
of the emergency generator set. [PSD permit (SJ 98-01), X.H.2] Federally Enforceable Through Title V Permit

These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
§-3412-10-4: Oct 7 2013 8:02AM — TORID



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: S-3412-11-4 EXPIRATION DATE: 01/31/2017
SECTION: NE27 TOWNSHIP: 30S RANGE: 22E

EQUIPMENT DESCRIPTION:
587 BHP CATERPILLAR MODEL #3406 DIESEL-FIRED EMERGENCY STANDBY IC ENGINE POWERING AN
ELECTRICAL GENERATOR (#4)

PERMIT UNIT REQUIREMENTS

1. The permittee must minimize the engine's time spent at idle during startup and minimize the engine's startup time to a
period needed for appropriate and safe loading of the engine, not to exceed 30 minutes. [40 CFR 63 Subpart ZZZZ)
Federally Enforceable Through Title V Permit

2. The engine shall be in full compliance with 40 CFR Part 63, Subpart ZZZZ (National Emission Standards for
Hazardous Air Pollutants for Stationary Reciprocating Internal Combustion Engines). [40 CFR 63 Subpart ZZZZ)
Federally Enforceable Through Title V Permit

3. The engine's oil and filter shall be changed every 500 hours of operation or every 12 months, whichever comes first.
[40 CFR 63 Subpart ZZZ77] Federally Enforceable Through Title V Permit

4. The engine's air filter shall be inspected every 1,000 hours of operation or every 12 months, whichever comes first, and
replaced as necessary. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

5. The engine's hoses and belts shall be inspected every 500 hours of operation or every 12 months, whichever comes
first, and replaced as necessary. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

6. The permittee shall maintain monthly records of the occurrence and duration of each malfunction of operation (i.e.,
process equipment) or the air pollution control and monitoring equipment. The permittee shall also maintain monthly
records of action taken during periods of malfunction to minimize emissions in accordance with §63.6605(b),
including corrective actions to restore malfunctioning process and air pollution control and monitoring equipment to its
normal or usual manner of operation. [District Rule 1070 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable
Through Title V Permit

7. The permittee has the option of utilizing an oil analysis program in order to extend the specified oil change
requirement in Tables 2¢ and 2d of Subpart ZZZZ. The oil analysis must be performed at the same frequency
specified for changing the oil in Table 2¢ or 2d to this subpart. The analysis program must at a minimum analyze the
following three parameters: Total Base Number, viscosity, and percent water content. The condemning limits for these
parameters are as follows: Total Base Number is less than 30 percent of the Total Base Number of the oil when new;
viscosity of the oil has changed by more than 20 percent from the viscosity of the oil when new; or percent water
content (by volume) is greater than 0.5. If all of these condemning limits are not exceeded, the engine owner or
operator is not required to change the oil. If any of the limits are exceeded, the engine owner or operator must change
the oil within 2 days of receiving the results of the analysis; if the engine is not in operation when the results of the
analysis are received, the engine owner or operator must change the oil within 2 days or before commencing operation,
whichever is later. The owner or operator must keep records of the parameters that are analyzed as part of the program,
the results of the analysis, and the oil changes for the engine. The analysis program must be part of the maintenance
plan for the engine. [40 CFR 63 Subpart ZZZ77)] Federally Enforceable Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC
Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
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Permit Unit Requirements for $-3412-11-4 (continued) Page 2 of 3

8.

10.

11.

12.

13.

14.

I5.

16.

17.

18.

19.

20.

21.

All records shall be maintained and retained on-site for a period of at least 5 years and shall be made available for
District inspection upon request. [District Rule 4702 and 40 CFR 63 Subpart ZZZZ) Federally Enforceable Through
Title V Permit '

No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101, 5.1]
Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201, 3.1] Federally
Enforceable Through Title V Permit

The engine shall be equipped with a positive crankcase ventilation (PCV) system or a crankcase emissions control
device of at least 90% control efficiency unless UL certification would be voided. [District Rule 2201] Federally
Enforceable Through Title V Permit

This engine shall be equipped with an operational non-resettable elapsed time meter or other APCO approved
alternative. [District Rule 4702, 5.7.4 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702, 5.7.2] Federally Enforceable Through Title V
Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated only for maintenance, testing, and required regulatory purposes, and during emergency
situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not exceed 20
hours per calendar year. [District Rule 4702, 4.2.1 and 17 CCR 93115] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule 4702,
5.7.3] Federally Enforceable Through Title V Permit

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.),
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rules 4702, 5.7 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit

The permittee shall maintain monthly records of the type of fuel purchased, the amount of fuel purchased, date when
the fuel was purchased, signature of the permittee who received the fuel, and signature of the fuel supplier indicating
that the fuel was delivered. [District Rule 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable Through Title V
Permit

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rules 4702, 6.2 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit

Compliance with permit conditions in the Title V permit for this unit shall be deemed compliance with the applicable
requirements of District Rule 4801 and Kern County Rule 407. A permit shield from these requirements is granted to
this unit. [District Rule 2520, 13.2] Federally Enforceable Through Title V Permit

Air Pollution Control Equipment/Operation: The Permittee shall use good combustion control operation on the
emergency generator sets for control of NOx and CO emissions. [PSD permit (SJ 98-01), X.B.4] Federally Enforceable
Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
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Permit Unit Requirements for S-3412-11-4 (continued) Page 3 of 3

22. Recordkeeping and Reporting: The Permittee shall record and maintain records of the 12 month rolling operating hours
of the emergency generator set. [PSD permit (SJ 98-01), X.H.2] Federally Enforceable Through Title V Permit

These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD,MCKITTRICK, CA 93251
§-3412-11-4 Oct 7 2013 8:02AM -~ TORID



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: S-3412-14-4 EXPIRATION DATE: 01/31/2017
SECTION: NE27 TOWNSHIP: 30S RANGE: 22E

EQUIPMENT DESCRIPTION:
240 BHP CLARKE-DETROIT DIESEL-ALLISON MODEL #JUBH-UF60 DIESEL-FIRED EMERGENCY IC ENGINE
POWERING A FIREWATER PUMP

PERMIT UNIT REQUIREMENTS

1. The permittee must minimize the engine's time spent at idle during startup and minimize the engine's startup time to a
period needed for appropriate and safe loading of the engine, not to exceed 30 minutes. [40 CFR 63 Subpart ZZZ7]
Federally Enforceable Through Title V Permit '

2. The engine shall be in full compliance with 40 CFR Part 63, Subpart ZZZZ (National Emission Standards for
Hazardous Air Pollutants for Stationary Reciprocating Internal Combustion Engines). [40 CFR 63 Subpart ZZZZ]
Federally Enforceable Through Title V Permit

3. The engine's oil and filter shall be changed every 500 hours of operation or every 12 months, whichever comes first.
[40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

4. The engine's air filter shall be inspected every 1,000 hours of operation or every 12 months, whichever comes first, and
replaced as necessary. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

5. The engine's hoses and belts shall be inspected every 500 hours of operation or every 12 months, whichever comes
first, and replaced as necessary. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

6. The permittee shall maintain monthly records of the occurrence and duration of each malfunction of operation (i.e.,
process equipment) or the air pollution control and monitoring equipment. The permittee shall also maintain monthly
records of action taken during periods of malfunction to minimize emissions in accordance with §63.6605(b),
including corrective actions to restore malfunctioning process and air pollution control and monitoring equipment to its
normal or usual manner of operation. [District Rule 1070 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable
Through Title V Permit

7.  The permittee has the option of utilizing an oil analysis program in order to extend the specified oil change
requirement in Tables 2¢ and 2d of Subpart ZZZZ. The oil analysis must be performed at the same frequency
specified for changing the oil in Table 2¢ or 2d to this subpart. The analysis program must at a minimum analyze the
following three parameters: Total Base Number, viscosity, and percent water content. The condemning limits for these
parameters are as follows: Total Base Number is less than 30 percent of the Total Base Number of the oil when new;
viscosity of the oil has changed by more than 20 percent from the viscosity of the oil when new; or percent water
content (by volume) is greater than 0.5. If all of these condemning limits are not exceeded, the engine owner or
operator is not required to change the oil. If any of the limits are exceeded, the engine owner or operator must change
the oil within 2 days of receiving the results of the analysis; if the engine is not in operation when the results of the
analysis are received, the engine owner or operator must change the oil within 2 days or before commencing operation,
whichever is later. The owner or operator must keep records of the parameters that are analyzed as part of the program,
the results of the analysis, and the oil changes for the engine. The analysis program must be part of the maintenance
plan for the engine. [40 CFR 63 Subpart ZZZZ] Federally Enforceable Through Title V Permit

PERMIT UNIT REQUIREMENTS CONTINUE ON NEXT PAGE
These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD, MCKITTRICK, CA 93251
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Permit Unit Requirements for S-3412-14-4 (continued) Page 2 of 2

8.

10.

11.

12.
13.

14.

15.

16.

17.

18.

19.

20.

21.

22.

All records shall be maintained and retained on-site for a period of at least 5 years and shall be made available for
District inspection upon request. [District Rule 4702 and 40 CFR 63 Subpart ZZZZ] Federally Enforceable Through
Title V Permit

No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101, 5.1]
Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201, 3.1] Federally
Enforceable Through Title V Permit

The exhaust stack shall not be fitted with a rain cap or similar device which would impede vertical exhaust flow.
[District Rule 4102]

NOx emissions shall not exceed 4.2 g/bhp-hr. [District Rule 2201] Federally Enforceable Through Title V Permit

The PM10 emissions rate shall not exceed 0.14 g/bhp-hr based on US EPA certification using ISO 8178 test procedure.
[District Rule 2201] Federally Enforceable Through Title V Permit

This engine shall be equipped with an operational non-resettable elapsed time meter or other APCO approved
alternative. [District Rule 4702, 4.3 and 17 CCR 93115] Federally Enforceable Through Title V Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801 and 17 CCR 93115] Federally Enforceable Through Title V Permit

This engine shall be operated only for maintenance, testing, and required regulatory purposes, and during emergency
situations. For testing purposes, the engine shall only be operated the number of hours necessary to comply with the
testing requirements of the National Fire Protection Association (NFPA) 25 - "Standard for the Inspection, Testing,
and Maintenance of Water-Based Fire Protection Systems", 1998 edition. Total hours of operation for all
maintenance, testing, and required regulatory purposes shall not exceed 100 hours per calendar year. [District Rule
4702, 4.3 and 17 CCR 93115] Federally Enforceable Through Title V Permit

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, and
the purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage,
etc.). For units with automated testing systems, the operator may, as an alternative to keeping records of actual
operation for testing purposes, maintain a readily accessible written record of the automated testing schedule. [District
Rules 4702, 6.2 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable Through Title V Permit

The permittee shall maintain monthly records of the type of fuel purchased, the amount of fuel purchased, date when
the fuel was purchased, signature of the permittee who received the fuel, and signature of the fuel supplier indicating
that the fuel was delivered. [District Rule 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable Through Title V
Permit

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rules 4702, 6.2 and 2520, 9.4.2 and 17 CCR 93115] Federally Enforceable
Through Title V Permit ‘

Compliance with permit conditions in the Title V permit for this unit shall be deemed compliance the applicable
requirements of District Rule 4801 and Kern County Rule 407. A permit shield from these requirements is granted to
this unit. [District Rule 2520, 13.2] Federally Enforceable Through Title V Permit

Air Pollution Control Equipment/Operation: The Permittee shall use good combustion control operation on the diesel
fire pump engine for control of NOx and CO emissions. [PSD permit (SJ 98-01), X.B.4] Federally Enforceable
Through Title V Permit

Recordkeeping and Reporting: The Permittee shall record and maintain records of the weekly operating hours and the
12 month rolling operating hours of the diesel fire pump. [PSD permit (SJ 98-01), X.H.2] Federally Enforceable
Through Title V Permit

These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: LA PALOMA GENERATING CO LLC

Location: 1760 W SKYLINE ROAD MCKITTRICK, CA 93251
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